
TV AND WALL BRACKET
FURNISHED BY
VETERANS AFFAIRS "VA"

20 GA. METAL SHEET SCREWED
TO METAL STUDS

SCHEDULED
PARTITION

1
"

FABRIC WRAPPED PANEL BUTTED JOINT (TYP.)

SCHEDULED
PARTITION

1/4" EXTRUDED ALUM. EDGE

FWP-1 ON 1" THICK ACOUSTICAL &
TACKABLE PANEL. INSTALL PANEL AS PER
MFR'S RECOMMENDATION (REFER TO
ELEVATIONS FOR LOCATION)

SCHEDULED PARTITION

4" WALL BASE

1/4" EXTRUDED ALUM. EDGE

1/4" EXTRUDED ALUM. EDGE

WALL MOUNTED TV AND BRACKET
FURNISHED BY VETERANS AFFAIRS "VA"
@ CONF. ROOM, REFER TO PLANS AND
ELEVATIONS

20 GA. METAL SHEET SCREWED TO
METAL STUDS

W
IT

H
 S

IZ
E

 O
F

 T
V

C
O

O
R

D
IN

A
T

E
6
".

6
".

CL

CL

20 GA. STEEL BLOCKING

STAINLESS STEEL
SET SCREWS
4 PER FLANGE

MOUNTING PLATE -
ANCHORED TO
STEEL PLATE WITH
SELF-TAPPING SCREWS

STAINLESS STEEL
GRAB BAR 1 1/2" O.D.

STAINLESS STEEL
FLANGE COVER

5/8" GWB ON
METAL STUD

3" HOLD

SELF-TAPPING SCREW

L3"x3"x1/4" DIAG. BRACE AT EACH VERT.

L3"x3"x1/4" VERTICAL SUPPORT @ 36"
O.C. MAX, ATTACHED TO STRUCTURE
ABOVE

4"x6"x1/4" STL. PLATE WELDED TO
BOTTOM OF STEEL ANGLE

CONT. STL. HANGER CHANNEL AT
TOILET PARTITION

ACOUSTICAL PANEL
CEILING

1" CEILING MOUNTED TOILET
PARTITION PANEL TP-1

8
 1

/2
"

3
 1

/4
"

5
 1

/4
"

SCHEDULED VINYL
TRANSITION STRIP RESILIENT FLOORING

CONCRETE FLOOR SLABVINYL BACK CARPET
2 1/2"

1
/8

"

3
/1

6
"

1
/4

"

3
/8

"

RESILIENT FLOORING ON LATEX FILLER -
FEATHER TO ZERO MINIMUM 4'-0" OUT

CONCRETE FLOOR SLABSTONE OR TILE ON THIN SET
MORTAR

TRANSITION STRIP - VERIFY
ASSEMBLY THICKNESS FOR
TRANSITION STRIP SELECTION

1/2".

2
.5

m
m

.

3
/8

"

SCHEDULED VINYL
TRANSITION STRIP

CONCRETE FLOOR SLAB
RESILIENT FLOORING
ON FLOOR LEVELING
COMPOUND 2 1/2"

2
.5

m
m

.

4"

8
"3
 1

/8
"

3
"

SCHEDULED PARTITION

COUNTERSUNK SCREWS
IN 1/2" SPACER

EXIST. STL. COLUMN

NEW SPRAY-ON CEMENTITIOUS
FIREPROOFING OVER EXIST.
COLUMN (2-HR RATED)

SCHEDULED PARTITION

1/8" ACRYLIC PANEL AP-2 W/
APPLIED IMAGE DIGITAL FILM

1" BRUSHED ALUM. CAP ABOVE AND
BELOW ALUM. CORNER GUARD,
COUNTERSUNK BEHIND ALUM.
CORNER GUARD

FIRE RETARDANT WD. BLOCKING

3/16" BREAKFORM ALUM. CORNER
GUARD, CG-2

COUNTERSUNK SCREW FOR ALUM.
CORNER GUARD

SOLID SURFACE SS-1 WALL
PROTECTION BELOW

CG-1

J BEAD

PTD. 5/8" GWB ON MTL.
STUDS @ 16" O.C.,
REFER TO PLANS FOR
SCHEDULED PARTITIONS

SOLID SURFACE SS-1
WALL PROTECTION, TYP.

CG-1 ABOVE SCHEDULED
WALL BASE, BELOW

FIRE RETARDANT WD.
BLOCKING AS REQ'D

J BEAD

EXIST. STL. COLUMN

SCHEDULED PARTITION

1/8" ACRYLIC PANEL AP-2 W/
APPLIED IMAGE DIGITAL FILM,
APPLIED TO GWB WALL

3"

1 1/2".

EXIST. MASONRY WALL

SCHEDULED PARTITION

CG-1

J BEAD

V.I.F.
6 3/4"

V.I.F.

2'-1"

V.I.F.

2'-3 3/4" R.O.

EXIST. ACCESS DOOR

EXIST. MASONRY WALL

SCHEDULED PARTITION

SCHEDULED PARTITION

ALUM. TRIM FRAME

MTL. DOOR STOP

WIRE PULLALUM. FACING ON 3/4"
PLYWOOD SUBSTRATE

(ALL SIDES)

SCHEDULED PARTITION

J-BEAD

DOOR HINGE

1-AI503

A8

F2

1-AI503

WALL BASE

EXTRUDED CLEAR ANODIZED ALUM.
TRAY WITH COUNTERSUNK SCREWS
@ 16" O.C., EDGES AND ENDS TO BE

EASED. LENGTH, REFER TO ELEV.

GL-5 APPLIED ON 1/4" PLYWOOD

1/4" EXTRUDED ALUM. EDGE

FINISHED CEILING (REFER TO RCP)

SCHEDULED PARTITION

4
'-
2
" 

(S
E

E
 E

L
E

V
.)

3
'-
0
" 

(S
E

E
 E

L
E

V
.)

16" GAUGE ALUM.
FACING PANEL

1/8" ALUM. TRIM FRAME

3/4" PLYWOOD

5/8"

1
"

SCHEDULED VINYL
TRANSITION STRIP

CONCRETE FLOOR SLAB
RESILIENT FLOORING

RESILIENT FLOORING

2 1/2"

TUBE MOTOR COIL

3" X 3" X 1/8" STEEL
TUBE SUPPORT

BEYOND. EXTEND TO
SLAB ABOVE.

5
" 

M
IN

.

4"

GRILLE GUIDE

CENTERLINE OF ROLL
DOWN GRILLE

1
'-
4
"

EQ. 1'-6" EQ.

5/8" GWB CEILING,
REFER TO RCP

1" x 1" ALUM. ACCESS
PANEL TRIM

18" x 18" ACCESS PANEL
METAL DOOR FOR MOTOR

SCHEDULED
PARTITION

5/8" GWB CEILING,
REFER TO RCP

1'-4"

CONCEALED PIANO
HINGE

METAL FRAME

2 1/2" METAL
STUDS @ 16" O.C.

DIAGONAL BRACING
AS REQUIRED

FIRE RETARDANT WD.
BLOCKING, TYP.

COUNTERSUNK SCREWS
IN 1/2" SPACER

5/8" GWB ON 6" MTL
STUDS @ 16" O.C.

3/16" BREAKFORM ALUM.
CORNER GUARD, CG-2

4"

8
"

3/8" ALUM. BAR TRIM

ROLL DOWN SECURITY
GRILLE GUIDE

ROLL DOWN GRILLE

GUIDE STEEL TUBE
SUPPORT

7
"

PMT-1

3
"

7
"

SCHEDULED PARTITION

1/8" ACRYLIC PANEL AP-2 W/
APPLIED IMAGE DIGITAL FILM

1" BRUSHED ALUM. CAP

FIRE RETARDANT WD. BLOCKING

SCHEDULED BASE

3
"

3
"

SCHEDULED CEILING, REFER TO RCP

R
E

F
: 
E

L
E

V
A

T
IO

N
S

FINISHED FLOOR

PTD. 5/8" GWB

J-BEAD

3-5/8" MTL STUDS @ 16" OC

EXIST. STL CHANNEL

EXIST. STL STOOL

EXIST. EXT BRICK WALL

EXIST. GLAZED ALUM.
WINDOW

SOLID SURFACE STOOL ON
WD. SHIMS

1
/2

"

1
/4

"

2
'-
8
 3

/4
" 

V
.I
.F

.

2
'-
9
 1

/2
" 

V
.I
.F

.

EXIST. CONC. CURB

EXIST. CONC. SLAB

SCHEDULED BASE

1-5/8" MTL. STUDS @ 16" O.C.

PTD. FIRE RETARDANT
WD. BLOCKING

SEALANT

1" RIGID INSULATION
ATTACHED TO 1" Z-GIRTS

2 1/4"

LOUVER SILL FLASHING PAN

SEALANT AND BACKER ROD

AIR/VAPOR BARRIER

NEW STORM PROOF LOUVER.
SIZE TO MATCH EXISTING.
LOUVER TO BE BLANKED OFF.

WOOD SHIM

STEEL PLATE

3 58" MTL STUDS @ 16" OC

2" FOIL FACED RIGID
INSULATION

GROUT

SELF-ADHERING WP MEMBRANE

T
Y

P
.

1
 1

/2
" 

M
IN

.

EXISTING ACCESS DOOR

SCHEDULED PARTITION

3/4" PLYWOOD W/
ALUM. FACING
(EACH SIDE) DOOR

ALUMINUM FACING ON
3/4" PLYWOOD
SUBSTRATE (ALL SIDES)

EXISTING MASONRY WALL

1
"

V
.I
.F

.

2
'-
2
" 

R
.O

.
1
"

J-BEAD

2
'-
1
" 

V
.I
.F

.

ALUMINUM TRIM
FRAME

360 Madison Avenue, New York, New York 10017  212.972.9800
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KEY PLAN:

VA FORM 08-6231

BUILDING IS FULLY SPRINKLERED Scale: AS NOTED

ASBESTOS ABATEMENT CONSULTANT:

14 HIGH STREET
MAHWAH, NEW JERSEY 07430

Tel: (201) 848-7790   Fax: (201) 848-7791

Egan Environmental Consulting, Inc.

ISSUED FOR CONSTRUCTION

423 EAST 23RD STREET
NEW YORK, NY 10010

1-AI503

INTERIOR DETAILS

AH/DT MK

630PR2600

AUGUST 15, 2013

VA NY HARBOR HEALTHCARE SYSTEM
MANHATTAN VAMC - BUILDING 1

9TH FLOOR RENOVATIONS

SCALE: 1 1/2" = 1'-0"
F6

WALL MOUNTED TV PLAN DETAIL
SCALE: 3" = 1'-0"

F8
DETAIL PLAN @ FABRIC WRAPPED PANEL

SCALE: 3" = 1'-0"
E8

SECTION DETAIL @ FABRIC WRAPPED PANEL
SCALE: 1 1/2" = 1'-0"

E6
GRAB BAR AND OTHER EQUIPMENT MOUNTING DETAIL

SCALE: 3" = 1'-0"
D6

DETAIL @ TOILET PARTITION SUPPORTS

SCALE: 6" = 1'-0"
F4

TRANSITION DETAIL @ CARPET / RESILIENT

SCALE: 6" = 1'-0"
E4

TRANSITION DETAL @ RESILIENT / TILE

SCALE: 6" = 1'-0"
D4

TRANSITION DETAIL @ RESILIENT / CONCRETE
0 4"2"

0 4"2"

0 4"2" 0 8" 16"

0 8" 16"

0 8"4"

0 8"4"

0 8"4"

0 8" 16"SCALE: 1 1/2" = 1'-0"
B4

PLAN DETAIL @ GRAPHIC CORNER GUARD CG-2

0 8" 16"

SCALE: 3" = 1'-0"
C4

PLAN DETAIL @ SS-1 WALL PROTECTION

0 8"4"

SCALE: 1 1/2" = 1'-0"
B1

PLAN DETAIL @ GRAPHIC PANEL
0 8" 16" SCALE: 1 1/2" = 1'-0"

B8
PLAN DETAIL @ TRASH CHUTE ACCESS PANEL

SCALE: 1 1/2" = 1'-0"
B6

DETAIL @ MARKER BOARD

0 8" 16"

SCALE: 6" = 1'-0"
A8

DETAIL @ ALUM. FACED DOOR
0 4"2"

SCALE: 6" = 1'-0"
F1

TRANSITION DETAIL @ RESILIENT / RESILIENT
0 4"2"

SCALE: 1 1/2" = 1'-0"
E1

CEILING DETAIL @ SECURITY GRILLE
0 8" 16"

SCALE: 1 1/2" = 1'-0"
C1

PLAN DETAIL @ GRAPHIC CORNER GUARD

0 8" 16"

SCALE: 1 1/2" = 1'-0"
B2

SECTION DETAIL @ ACRYLIC PANEL AP-2

0 8" 16"

SCALE: 3" = 1'-0"
E2

LOUVER INFILL WALL DETAIL @ EXISTING WINDOW
0 8"4"

SCALE: 1 1/2" = 1'-0"
F2

DETAIL @ TRASH CHUTE ACCESS PANEL
0 8" 16"
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